














" PN A
T s SO FURSNIRIN. T d POV S

T. Section P-1205.41 of the code is added to
read as follows:

P-1205.41. Urinals, Stall Type, Watertight Pans
Required. Urinals of stall type shall be constructed
so as to have a watertight pan of lead or other
approved materials by the state plumbing board
installed beneath them. The drain for the urinal
shall be made with a drainable clamping ring

assembly to the watertight pan.

U. Section P-1605.10 of the code is amended to

read as follows:

P-1605.10. Used Water Return Prohibited. Water
used for cooling of equipment or other processes
shall not be returned to the potable water
system. The water shall be discharged into a
drainage system through an air gap or may be
used for nonpotabhle purposes.

V. Section P-1606.21 of the code is amended to

read as follows:

P-1606.21. Pressure Relief Valves. The valves
shall have a relief rating adequate to meet the
pressure conditions in the equipment served.
They shall be installed in the cold water supply
line to the heating equipment served except
where scale formation from hard water may be
encountered in which case they may be installed
in the hot water supply line from the heating
equipment served. There shall be no shutoff
valve between the pressure relief valve and the
tank. The pressure relief valve shall be set
to open at not less than 25 p.s.i. above the
street main pressure or not less than 25 p.s.i.
above the setting of any house water pressure
regulating valve. The setting shall not exceed
the tank working pressure. The minimum size

of both the inlet and discharge connections
shall be 3/4 inch pipe size except that relief
valves protecting water heating systems with
input of not more than 15,000 BTU per hour may
have inlet and discharge connections of 1/2
inch pipe size.

W. Section P-1606.22 of the code is amended to read

as follows:

P-1606.22. Temperature Relief Valves. Temperature
relief valves shall be of adequate relief rating,



expressed in BTU/HR, for the equipment

served. They shall be installed so that

the temperature sensing element is immersed

in the hottest water within the top 6 inches
of the tank. The valve shall be set to open
when the stored water temperature is 210° F.
or less. The minimum size of both the inlet
and discharge connections shall be 3/4 inch
pipe size except that relief valves protecting
water heating systems with input of not more
than 15,000 B.T.U. per hour may have inlet

and discharge connections of 1/2 inch pipe size.

X. Section P-1606.23 of the code is amended to
read as follows:

P-1606.23. Combination Pressure-Temperature
Relief Valves. Combination pressure-temperature
relief valves shall comply with the applicable
requirements for individual pressure and
individual temperature relief valves and shall
be installed so that the temperature sensing
element is immersed in the hottest water within
the top 6 inches of the tank. The minimum size
of both the inlet and discharge connections
shall be 3/4 inch pipe size except that relief
valves protecting water heating systems with
input of not more than 15,000 B.T.U. per hour
may have inlet and discharge connections of

1/2 inch pipe size.

Section II

As used in this Ordinance and in the Plumbing Code,

the following terms have the following meanings:

(a) "Authorized master plumber" means a person who
has met the qualifications to obtain plumbing permits from an

administrative authority.

(b) "Building sewer permit" means a permit issued by

an administrative authority for a building sewer.

Chentl rn e i = AL



D T I ARESSUUC P B

(c) "Plumbing permit" means a permit issued by an

administrative authority for a plumbing and plumbing system.

(d) "Private sewer permit" means a permit issued by

an administrative authority for a private sewer.
Section III

Notwithstanding anything to the contrary in the
township plumbing code, the following subsections are additions

to said code and are paramount in their application.

A. AUTHORIZED MASTER PLUMBERS
1. To obtain plumbing permits, an applicant shall:

(a) Be an authorized licensed master
plumber in this state.

(b) Be active in the business of serving
the public as a master plumber in a
county, city, village or township in
this state.

(c) Represent only one firm, which may
operate one or more branches in this state
bearing the same firm name, when a licensed
master plumber is in charge and has the
responsibility of supervision at each branch.
A firm may have one or more authorized master
plumbers to obtain permits. The names of
the authorized master plumbers representing
a firm shall be on record with the state
plumbing board.

2. To become an authorized master plumber, an
application shall be made on a form furnished by the state
plumbing board and filed with the board at Lansing, Michigan.
An incomplete application will be returned to the applicant.

B. PLUMBING PERMITS

1. An applicant for a permit shall be an authorized
master plumber.

2. An application for a permit shall be made in
writing on a form provided by an administrative authority.
An incomplete application shall be returned to the applicant.
The application shall contain:



(a) Name of authorized master plumber.

(b) Master plumber license number.

(c) Name of the plumbing firm.

(d) Address of place of business.

(e) Name and address of the owner or agent
for whom the work is being done.

(£) Location of work by city or township,
county, street and number, or lot and
block number when street number is not
available.

(g) Type of building.

(h) Number and type of fixtures or devices
to be installed or nature of construction,
alteration or repair.

3. An authorized master plumber is responsible for
completion of the plumbing for which he has an active permit.
Permits issued to an authorized master plumber representing
a plumbing firm are valid for the firm to complete the plumbing
upon his death. However, work shall be done under the
supervision of a master plumber.

4. If the authorized master plumber who signs an
application for a permit does not desire to do the work covered
by it, either in part or in its entirety, he shall notify the
administrative authority in writing, requesting that he be
released from responsibility for that part of the work which
he does not desire to do. However, he will be held responsible
for the work which he has completed. The administrative
authority's record shall indicate the extent of the completed
work and the responsibility.

5. When an emergency requires a plumbing permit,
the authorized master plumber shall apply for a permit within
72 hours.

6. An administrative authority may refuse to issue
new permits to an authorized master plumber who has failed
to correct violations or to any authorized master plumber
representing a firm which has failed to correct violations.

C. BUILDING SEWER AND PRIVATE SEWER PERMITS

1. An application for a permit shall be made in
writing on a form provided by an administrative authority.
An incomplete application shall be returned to the applicant.
The application shall contain:

(a) Name of the applicant.
() Name of the applicant's firm.
(c) ANddress of place of applicant's firm.

(d) Name and address of the owner or agent
for whom the work is being done.
(e) Location of work by city or township,

county, street and number, or lot and
hlock number when street number is not
available.

(r) Type of building.

(¢g) Mature of sewer construction, alteration
or repair.
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2. A person is responsible for completion of the
work for which he has an active permit.

3. If the person who signs an application for a
permit does not desire to do the work covered by it, either
in part or in its entirety, he shall notify the administrative
authority in writing, requesting that he be released from
responsibility for that part of the work which he does not
desire to do. Illowever, he will be held responsible for the
work which he has completed. The administrative authority's
record shall indicate the extent of the completed work and
the responsibility.

4. When an emergency requires a sewer permit, a
person shall apply for a permit within 72 hours.

5. An administrative authority may refuse to
issue new permits to a person who has failed to correct
violations or to any person representing a firm which has
failed to correct violations.

D. HOMEOWNER INSTALLATION

1. A homeowner installing his own plumbing,
building sewer or private sewer and having knowledge of the
plumbing code rules shall:

(a) Apply for the appropriate permit.

(b) Furnish a statement that all work will be
performed by himself and by no one else.

(c) Pay the required fee.

(d) Apply for inspection by and approval of
the administrative authority.

E. FEE SCHEDULE
The fee for plumbing inspections as may be required
under the plumbing code shall be established from time to
time by resolution of the township board and shall, in no

event, exceed the actual cost of the township in providing
such services.

Section 1IV

Any violation of this Ordinance or the Plumbing Code

or any part thereof shall be punishable by a fine not to exceed
ONE HUNDRED ($100.00) DOLLARS plus costs and/or confinement in
the county jail for a term not to exceed ninety (90) days. In
addition, the Township specifically reserves the right and shall
have the authority to proceed in any Court of competent

jurisdiction for the purpose of obtaining an injunction,



restraining order or other appropriate remedy to compel

compliance with this Ordinance and the said Plumbing Code.
Section V

Should any portion of this Ordinance or the Uniform
Plumbing Code adopted hereby be declared unconstitutional, illegal
or of no force and effect by a Court of competent jurisdiction,
such portion thereof shall not be deemed to affect the validity

of any other part or portion thereof.
Section VI

All ordinances or parts of ordinances in conflict
herewith are hereby repealed on the effective date of this
Ordinance. This Ordinance shall take effect August 1, 1975.
A certified copy of this Ordinance shall be forthwith served
upon the Michigan State Construction Code Commission, but in

no event less than sixty (60) days prior to the effective date

T?yﬂship Clerk

hereof.

- 12 -



